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NOTE: Concrete to be CLASS 'A’
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Pre-cut exp. joint material shalt be used in alf exp. joints,
Dummy joints shali be installed at 1O 1. intervals, maximum.

. Exp. joints shall be installed at 40 1., maximum.
. Exp. joints shall be located at ends of radius.
. Exp. joints shall be located a minimum of 5 fi.

from inlet structure.
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